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ENVIRONMENTAL SYSTEMS, INC.
A Middlesex Water Company Alfiliate

August 14, 2018

Mr. Darrin Gordon

General Manager

Lewes Board of Public Works
107 Franklin Avenue

Lewes, DE 19958

Subject: Monthly Report, July 2018

Attached is a summary of the Operations and Maintenance activities at the Board's lft stations and wastewater
treatment plant for the month of July. Please direct any questions to my attention. Thank you.

Sincerely

Tidewater Utilities, Inc.

White Marsh Envirgnmontal Systems, Ine. 1100 South Lillle Creek Road, Dover, DE 19801 (877) 7120-8272 Tel.  (302) 734-9297 Fax  vovav.lulwaler.com



Effluent Quality and Compliance

July 2018

Discharge Monitoring Report submitted to DNREC with 100% compliance for the month.

July 2018 Effluent Testing

Sample Data | Total Nitrogen_ | Total Phosphorus [0 'BOD [ 18§ cOCG!
Average: 2.92 mg/L 0.62 mg/L <2.40 mg/L <0.80 mg/L <1.0 Col.
N/A N/A <2.40 mg/L <1.00 mg/L <1.0 Col.
Permit Limit: | 8 mg /L average | 2mg /L average | 15 mg/L average | 15 mg/L average | 10 Col. average
23 mg/L. MAX 23 mg/l MAX

Maximum daily flow 0.9520 MGD
Monthly average flow 0.7569 MGD

Activities

STATION MAINTENANCE PERFORMED

Station 74 - Sewer backed up and spill on 7/4. Incident report e-mailed to BPW. Pump #1 was rewired to work in auto.
Maintenance unclogged a pump. Lewes BPW assisted in response.

Stations 2,4,8,14,32,74, Inspected by TUI Maintenance.

BPW assisted in removing grease from stations 11 and 19.

Station 2 - Phone line was out. Informed BPW.

Station 14 - Found there were no chains for pump removal. Replaced.

Station 4 - Pump 1 needed to be re-primed four times in the month of July.

Maintenance to station in to unclog pump #2.

Station 83 - Sent out a 10 HP for rebuild.




July 2018

MAINTENANCE PERFORMED

Sludge hauled

Installed motor, gearbox, and pump on train 4 permeate. Waiting for a VFD to place train 4 in service.
Two blowers shipped to Hill's for rebuild.

Hill's dropped off the permeate pump #2 and a 40 HP motor for a digester blower.

Sherman Heating and Cooling installed the new A/C unit in the Zenon Control Room.

Maintenance replaced the level transducer in the digester anoxic tank.

The grit auger that was deteriorating has failed. Operators took the auger and pista grit unit off line and have engaged the
bypass plates in the grit channel. Power Trans Inc. called in to evaluate grit auger condition. Waiting for quote.

A power failure occurred in the process control room. Equipment was frequently starting/stopping causing the main
breaker to overload. Maintenance identified a loose wire connection in the control circuitry and repaired.

SAFETY INFORMATION

No work place injuries.

PPE inspected.

Eyewash and fire extinguisher inspections conducted.

Annual fire extinguisher inspection
Need to initiate evaluating electrical safety in the basement of digester room.
Need to replace timed light switch in basement of digester room.

*Caustic lines in chemical building, process building and in the retaining area of process building have deteriorated.
Crystallization is occurring causing a safety hazard. Leaking Caustic is seeping through the retaining wall in the process

building as well.

ADDITIONAL INFORMATION

Received DRAFT version of new NPDES permit from BPW for review and comments
TUI staff in discussions with DNREC clarifying Storm Water Outfall requirements and identification.
TUI staff evaluating hydrogen sulfide in the Gorman Rupp E.Q. pump cabinets.

TUI staff evaluating the bioreactors for the air diffuser replacement project.

Schneider Electric and E.D. Supply met with Maintenance and operations to discuss Headworks VFD MCC replacement.
Reduced Micro C addition by 50% due to increased biological loading from Sussex County.

Approval from BPW to initiate the purchase and installing of continuous monitoring equipment at all Lift Stations.
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Submission Receipt
Copy of Record: 38448 Confirmation ID: r201881038448

Site: Howard Seymour Water Reclamation Site ID; DE0021512
Plant

Submission: Discharge Monitoring Report for DE0021512 Howard Seymour
Water Reclamation Plant Qutfall: 001, July, 2018

File Name: 20187-1470-60660265 File Type: .pdf

Report: DMR Status: Signed

Hash of Data Document:
425b30994fcc05ciba719118cede84987456aaa8f9¢7091aeb90956b665¢453d

Data Entry Completed: 8/10/2018 By: Gloria Lefchick

3:16 PM (gloria lefchick@stservices.com)

EMail of Submittor: From: 172.31.25.73

Gloria.Lefchick@STServices.com

Signed: 8/10/2018 4.03 PM By: Ronald Griffith
(rgriffith@tuiwater.com)

EMail of Signator: rgriffith@tuiwater.com From: 172.31.25.74

Token Used When Signed: k06ZLpG6VWov51D3v8HzT3trozvinzdkijoda85sveuY=
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