VWHITE M/ MARSH
ENVIRONMENTAL SYSTEMS, INC.

A Riddlesex Water Company Affiliate

Mr. Darrin Gordon

General Manager

Lewes Board of Public Works
107 Franklin Avenue

Lewes, DE 19958

Subject: Monthly Report, June, 2019

Attached is a summary of the Operations and Maintenance aclivities at the Board's lift stations and wastewater
treatment plant for the month of June,2019 . Please direct any questions to my attention. Thank you.

Sincere

Mike Evdns
District Manager
Tidewater Utilities, Inc.

White Marsh Environmental Systems, inc. (WMES) 1100 South Little Creek Road, Dover, DE 19901 {877) 720-9272




Effluent Quality and Compliance

Per
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Maximum daily flow .8538 MGD
Monthly average flow .7242 MGD

Activities

STATION MAINTENANCE PERFORMED

Pump Station #11 Pump #2 removed for repair.

Thorough evaluation of pump stations #1, #11, #12, #19, #4 and #8 completed. Scheduled to have #12 and #19
cleaned and pumped out.

Ongoing pump station checks/valuations with follow up e-mails to Tidewater Maintenance Dept. and Lewes BPW.
Pump Station #4 pump had a temporary VFD (Variable Frequency Drive), installed on 6/7/2019. The VFD will remain
until a replacement VFD can be installed. Once the odor control project is complete the reptacement VFD will be
installed.

Pump Station #4, 1" line to wet well had to be repaired.

MAINTENANCE PERFORMED

e & o o 9

Continued cleaning train #4 membranes.

Replaced rollers on entry gate.

All scheduled preventive maintenance performed

Turbidity analyzer drain lines replaced.

2 mm screen and grit conveyer needed extensive preventive maintenance performed.



SAFETY INFORMATION

No work place injuries.

PPE inspected.

Eyewash and fire extinguisher inspections conducted.

**Caustic lines in chemical building, process building and in the retaining area of process building have deteriorated.
Crystallization is occurring causing a safety hazard. Leaking Caustic is seeping through the retaining wall in the process

building as well.

ADDITIONAL INFORMATION

Hills Electric has picked up muiltiple for evaluation

The VFD to flow equalization pump #2 creating muitiple alarms that need to be addressed. This is presently being

investigated.
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Submission Receipt
Copy of Record: 45708 Confirmation ID;_ 201971145708

Site: Howard Seymour Water Reclamation _..f 'Site ID: DE0021512
Plant S

Submission: Discharge Monitoring Report for. DE0021512 Howard Seymour
Water Reclamation Plant  Qutfall: 001, June 2019

File Name: 20196-1927-60749445 o Flle Type: .pdf
Report: DMR ---.;E_'Status: Sign__e'd
Hash of Data Document:

ho82b6581d 167299&8662b0052&b97df37d2f72fd 9f9069d4beeddb51f6b381 4

Data Entry Completed: 7/11/2019 - 3_: By: David Weed (daveweedSQ)
1:51 PM oo
EMail of Submittor: dweed@tuiwater.com _ From: 107.20.242.105

Signed: 7/11/20192:01 PM  By: Ronald Grifith

(rariffith@tuiwater.com)

EMail of Signator: rariffith@tuiwater.com From: 208.87.234.202

Token Used When Signed: TZWOV|+nAcFleUpdw_yarLayannz|v1chktnyuo=
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