WHITE MARSH

.
ENVIRONMENTAL SYSTEMS, INC.

A Middlesex Water Company Affiliate

Mr. Darrin Gordon

General Manager

Lewes Board of Public Works
107 Franklin Avenue

Lewes, DE 19958

Subject: Monthly Report,

Attached is a summary of the Operations and Maintenance activities of the Board’s lift Wastewater Treatment Plant
and Lift Stations for the month of September,2019. Please direct any questions to my attention. Thank you.

Sincerely,
Mike Evans
District Manager

Tidewater Utilities, Inc.

White Marsh Environmental Systems, Inc. 1100 South Little Creek Road, Dover, DE 19901
(800) 523-7224 (302) 734-7500 Tel. (302) 734-9295 Fax www.tuiwater.com



Effluent Quality and Compliance

September

Sample Data | Tofal Nitrogen | Total Phosphorus |

201len Testing

Average: 2.41 mg/L 0.88 mglL <2.gIL

Permit Limit: | 8 mg /L average | 2 mg /L average | 15 mg/L average | 15 mg/L average | 10 Col. average |

<0.75mglL <10  COL
N/A N/A <2.40 mglL <1.00 mglL | <1.0 _ COL

| 23mg/L MAX | 23 mg/l MAX

Maximum daily flow 0.8040
Monthly average flow 0.6518

Activities

STATION MAINTENANCE PERFORMED

9/3/2019 Station #74 - Five new floats installed

9/5/19 Station #4 - Generator fuel leak. BPW is aware and contacting their vendor. (Standing by)
9/9/19 Station #6 - Replaced alternating relay

9/11/19 Station #6 - Replaced both starters

9/13/19 Station #6 - Pulled and replaced #2 pump

9/17/19 Stations #11 - High level in pump station (needs cleaning)

9/18/19 Station #7 — Replaced pump run and alarm floats

9/19/19 Station #11 - BPW cleaned lift station #11. Thank You

9/27/19 Station #8 — Investigated pump cavitation

MAINTENANCE PERFORMED

9/9/19 - Pump out onsite #3 electrical manhole

9/9/19 - Repaired airline in process building

Changed oil, belts, greased spare blower to standby flow equalizations tank in preparation for train cleaning.
9/10/19 - BPW replaced failed yard hydrant at treatment plant. THANKS

TUI Maintenance replaced steps to old sludge building.

Hosed and cleaned trains #1 and #2

Decanted standby flow equalization tank

9/16/19 - Pulled out grit pump and sent to Hill's for repair.

9/19/19 - Replaced timer relay on 2MM screen

9/23/19 - CDlI on site and cleaned standby flow equalization tank. (104,700 gallons)

9/30/19 - Pumped out #3 and #4 onsite electrical manholes.

9/13/19 - Initiated pumping down train #1 for cleaning, County flow isolated.

911719 - CES on site cleaning train #1.

9/19/19 - CES completed cleaning of train #1 followed by Breakwater completing diffuser cleaning and repair project.
9/24/19 - Installed new sump pump in standby in flow equalization tank.



SAFETY INFORMATION

No workplace injuries.

PPE inspected.

Eyewash and fire extinguisher inspections conducted.

**Caustic lines in chemical building, process building and in the retaining area of process building have deteriorated.
Crystallization is occurring causing a safety hazard. Leaking Caustic is seeping through the retaining wall in the process
building as well. Options are currently being discussed between BPW and WMES.

ADDITIONAL INFORMATION

The Bobcat used to move sludge is out for service and we may need BPW's assistance in cleaning of beds.
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Submission Receipt
Copy of Record: 48105 Confirmation ID: r201910848105

Site: Howard Seymour Water Reclamation Site ID: DEQ021512
Plant

Submission: Discharge Monitoring Report for DE0021512 Howard Seymour
Water Reclamation Plant Outfall: 001, September, 2019

File Name: 20199-2046-607498445 File Type: .pdf

Report: DMR Status: Signed

Hash of Data Document:
6316bbca383ac4d403970bff642b00afc74d0deal3574db943f1b68dacf8cdbfe

Data Entry Completed: 10/8/2019 By: David Weed (daveweed69)
8:51 AM

EMail of Submittor: dweed@tuiwater.com From: 208.87.234.202

Signed: 10/8/2019 8:52 AM By: Ronald Griffith
(rgriffith@tuiwater.com)

EMail of Signator: rgriffith@tuiwater.com From: 208.87.236.201

Token Used When Signed: GJC/96NFSaN4LIOFEtRrqOwRX3/0L2D+p1shH3mmOKM=
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