HITE MARSH

ENVIRONMENTAL SYSTEMS, INC.

A Middiesex Water Gompany Affiliate

Mr. Darrin Gordon

General Manager

| ewes Board of Public Works
107 Franklin Avenue

Lewes, DE 19958

Subject: Monthly Report,

Attached is a summary of the Operations and Maintenance activities at the Board's lift stations and wastewater
treatment plant for the month of October, 2019. Please direct any questions to my attention. Thank you.

District anager
Tidewater Utilities, Inc.

White Marsh Environmental Systems, Inc. 1100 South Little Creek Road, Dover, DE 19901
(800) 523-7224 {302) 734-7500 Tel. (3092) 734-9295 Fax www.luiwaler.com




Effiuent Quality and Compliance

Qctober 2019 Effluent Testin

le Data gen | Total Phosphorus |
Average: | mgl lmgl . 1 <2d0mgf. | - <08mgl - [<12 0
CB8INIAL | AT2NAC ] <240mgll P <imgll 0 Gl
Permit Limit: | 8 mg /L average | 2 mg /L average | 15 mgiL average | 15 mgiL average | 10 Col. average |
23 mg/L MAX 23 mg/l MAX

Maximum daily flow .8946
Monthly average flow .7122

Activities

STATION MAINTENANCE PERFORMED

Installed five operating/alarm floats at #6 pump station

10-8 start up meeting at 17B pump station

10-14 pump check and amp draws PS#9

Daily checks on Pointwatch, #6, #7, and #9 pump stations have periodic warnings for pumps not alternating.
Alternation warnings stem from high demand and are not an electrical or fail issue.

Hooked up new pump fo electrical manhole #4. Both #3 and#4 manholes are pumping at regular intervals.

MAINTENANCE PERFORMED

® @& & & ¢ & & ¢ & & & * ¢ P @

CES cleaned frain #2

Operators worked on diffuser clean valve.

BPW and contractor installed mag meter in train #2. Thank you BPW

Breakwater completed diffuser replacement on frain #2

Maintenance repaired transducer #1 membrane

10-10 start up meeting at pump station 17B

Ordered replacement Kubota membranes for sludge thickener.

Contractors removed equipment from job site.

Repaired permeate pump #1. (love joy couplings)

10-19 changed oil on #3 permeate pump

10-20 #1 membrane shut down high pressure. Shut down plant, spent day getting plant back to normal operations.
Skid steer back on site from having maintenance done.

Received kick plates for trains #1 and #2

10-23 mag meter to Return Activated Sludge electrical hooked up and in operations
Clean headwork's building

10-27 #3 shut down bad permeate pump. VFD Failure.

10-29 TUI Maintenance replaced VFD #3



[l

SAFETY INFORMATION

No work place injuries.

PPE inspected.

Eyewash and fire extinguisher inspections conducted.

**Caustic lines in chemical building process building and in the retaining area of process building have deteriorated.
Crystallization is occurring causing a safety hazard. Leaking Caustic is seeping through the retaining wall in the process

buiiding as well. Still an issue that needs fo be resolved.
Chris Vickers replaced broken steps on digester building.

** During pump station checks it is a safety issue that some of the plants are missing locks. We need some replacements
lock to match bpw keys and ours alike, Please advise?

ADDITIONAL INFORMATION

Train 3 in process building has not had membranes cleaned in a long time and could use a good cleaning.
We would with your approval iike to order some blanks for the membranes when they break. We just utilized the
last set this month. Included with that we will need new 3” couplings and hitch pins from zenon.

Thank You David Weed
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Submission Receipt
Copy of Record: 49031 Confirmation ID; r2019111349031

Site: Howard Seymour Water Reclamation
Plant

Submission: Discharge Monitoring Report for: DE0021512 Howard Seymour
Water Reclamation Plant Outfall: 001, October 2018:

File Name: 201910-2100-80749445

Repert: DMR Status: Signed

Hash of Data Document:
29d99894c0c2e91376{37ebcald47b0d7a6b15 03205f1er:369ce 741d7034

Data Entry Completed: 11/12/2019 By: David Weed (daveweed69)

1:35 PM

EMail of Submittor: dweed@tuiwater o 208.87.234.202

Signed: 11/13/2019 10:49 AM " By; Id Grifith
(rgnff th@twwater com)
EMail of Signator: rgriffith@tuiwater.com i From: 208.87.234.202

Token Used When Signed: RUsApAIQugtBZDuWe/q+QFj9DuAbQICjceCbDYiBJbs=
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